1100 SoutH LiTTLE CREEK ROAD
DOVER, DELAWARE 19901

WATER USEAGE FOR THE TOWN OF FRANKFORD

FEB. 2013
Beginning Reading Ending Reading Totaled Pumped

Well #2 16561200 18563200 2,002,000
Well#4 | 0
Totaled Pumped from both Wells 2,002,000

SYSTEM
Total Backwashes Beginning  Ending Totaled Pump

65918000 67959000 2,041,000

Caustic used 496gal Avg. Gal. Per Day 72,892
CL2 used 215gal Water used to backwash
Polymer used 8061b Water decanted back 29,970
Fluoride used Ogal
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